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Solictation Questions & Answers 

 

Q: What is the schedule to access the location for the installation work? 

A: The location is open from 7:00am to 5:00pm, from Monday to Friday. If you require to work after 

hours, or on weekends, you must request the COR of this contract in advance, so coordination can be 

made for your access. 

 

Q: Do you have a control center for the monitoring of the temperature of the refrigeration equipment? 

A: No, there is not. We only request the application for remote monitoring of the temperatures for the 

refrigeration equipment on line item 5 of the SOW. 

 

Q: Do you require the installation of floor drainages inside the cold room? 

A: No. The floor drainage is already located outside the cold room, and we do not require an inside floor 

drainage. 

 

Q: Will the morgue work stop during the installation? 

No, the morgue work will continue. Please note the cold rooms are and will remain empty during the 

installation, and the area is separate from the Autopsy Room. 

 

Q: What is the period of performance? 

A: Per SOW Delivery Schedule: “All equipment shall be delivered to the address provided on Section 8, 

Place of delivery as soon as possible (ASAP) but no later than (NLT) one-hundred and twenty (120) 

calendar days from receipt of the award notification. Install of the equipment shall be made within seven 

(7) days after delivery of the equipment, and the training on use shall be made within seven (7) days 

after installation. For a total period of performance of one-hundred and thirty-four (134) calendar days.” 

 

Q: Can we include as part of the installation the replacement of water extraction pumps for the 

refrigeration equipment?  

Yes, it can be included as part of the installation. Please consider the water must reach the external floor 

drainages. 


